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SCOPE 
 
Required quarterly maintenance for dry pipe, pre-action and deluge sprinkler 
systems. 
 
 
PURPOSE 
 
The California Code of Regulations Title 19 – Public Safety requires all fire sprinkler 
systems be inspected on a quarterly basis (see also National Fire Protection 
Association (NFPA) 25, 2006 California edition).  For  a complete listing of all 
requirements, please refer to the documents above in their entirety. 

 
 


